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SQUARE FEET

DIAMETER

POINT OF DISCONNECTION
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SYMBOLS

E-201
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ABBREVIATIONS GENERAL NOTES

DETAIL REFERENCE

DETAIL NUMBER - 1

DETAIL FOUND IN E-501

SHEET KEYNOTE

DETAIL BOUNDARY B

DETAIL NUMBER - 2

SECTION MARK A2T

SECTION NUMBER - 1

SECTION FOUND IN E-501

TITLE MARK

DETAIL OR PLAN NUMBER - 1

DETAIL OR PLAN REFERENCE LOCATION

FOUND IN E-201

REVISION CLOUD (DELTA 1)

SCALE: NOT TO SCALE

ANNOTATION

SYMBOLS (AS APPLICABLE)

CB

OS

PP

OS

PC

OR

FEEDER TAG

480/277V OR 208/120V RECESSED PANEL

480/277V OR 208/120V

TRANSFORMERT

DISCONNECT SWITCH

DH

FUSED DISCONNECT SWITCH

MAGNETIC MOTOR STARTER -
NEMA SIZE
1 INDICATED

STARTER-DISCONNECT SWITCH

M MOTOR

DUPLEX

QUADRUPLEX

DUPLEX-VOICE-DATA

J JUNCTION BOX

GFCI DUPLEX

SPECIAL OUTLET

MM SWITCH - MOTOR RATED

GROUND PLATE - FLOOR MOUNT

FUSED-SWITCH BUS PLUG

CIRCUIT BREAKER - ENCLOSED

J J

3/4" CONDUIT WITH 4#12 WIRES,
UON.
GROUND WIRE NOT SHOWN.

3/4" CONDUIT WITH 3#12 WIRES,
UON.
GROUND WIRE NOT SHOWN.

3/4" CONDUIT WITH 2#12 WIRES,
UON.
GROUND WIRE NOT SHOWN.

CONDUIT RUN UNDERGROUND OR
UNDER
THE FLOOR SLAB

CONDUIT HOMERUN TO PANEL
BOARD
1LA WITH CIRCUIT 1,3,5

1LA-1,3,5

CAPPED CONDUIT

CONDUIT TURNING DOWN

CONDUIT BREAK

CONDUIT TURNING UP

TT LIGHT SWITCH - TIME OPERATED

LIGHT SWITCH - SINGLE POLE

33 LIGHT SWITCH - THREE WAY

OCCUPANCY SENSOR

OCCUPANCY SENSOR POWER PACK

1X4 SURFACE MOUNTED LIGHT

2X4 SURFACE MOUNTED LIGHT

4FT WALL MOUNTED LIGHT

1X4 EMERGENCY LIGHT

2X4 EMERGENCY LIGHT

2X4 RECESSED LIGHT

DOOR HOLDER

F MANUAL PULL STATION

AIM ADDRESSABLE INTERFACE MODULE

WF WATER FLOW SWITCH

TS TAMPER SWITCH

PS PRESSURE SWITCH

RR
SMOKE-HEAT DETECTOR

SMOKE DETECTOR

F HORNF

SPEAKER-STROBE

AD AUTOMATIC DOOR

FACP FIRE ALARM CONTROL PANEL

FATC FIRE ALARM TERMINAL CABINET

RAN REMOTE ANNUNCIATOR PANEL

ST

TERMINAL BLOCK

NORMALLY CLOSED CONTACT

NORMALLY OPEN CONTACT

THROW CONTACT - DOUBLE

THROW CONTACT - SINGLE

SWITCH - CIRCUIT CLOSED

SWITCH - CIRCUIT OPEN

CIRCUIT BREAKER SWITCH

ATS - 3-POLE U.O.N.
BP - WITH BYPASS ISOLATION

L

E N

A
AMMETER

M DIGITAL METER U.O.N.

FUSE SWITCH

BATTERY

G GENERATOR

SWITCHGEAR BUSWAY

TRANSFORMER - DELTA

GFR

GROUND FAULT RELAY

K KIRK KEY INTERLOCK

FUSE - INLINE

PANEL

DISTRIBUTION BOARD

R RELAY

SIMPLEX

EMERGENCY DUPLEX

EMERGENCY QUADRUPLEX

EMERGENCY SIMPLEX

DUPLEX-VOICE

DUPLEX-DATA

QUAD-VOICE

QUAD-VOICE-DATA

QUAD-DATA

AA
POKE THRU

CTRCTR
COUNTERTOP DUPLEX

IGIG
ISOLATED GROUND DUPLEX

IGIG
ISOLATED GROUND SIMPLEX

XPXP
EXPLOSION PROOF DUPLEX

XPXP
EXPLOSION PROOF SIMPLEX

SPLIT WIRE

ELECTRICAL PUSH BUTTON

KK
LIGHT SWITCH - KEY OPERATED

PP

LIGHT SWITCH -
WITH
PILOT LIGHT

PHOTOCELL

DIMMERD

OVERRIDE SWITCH

EXIT SIGN 1 FACE

EXIT SIGN 1 FACE LEFT ARROW

AIR TERMINAL -
LIGHTNING
ARRESTOR

EQUIPMENT CONNECTION

GROUND TEST WELL

GROUND CABLE CONNECTION

PB PULL BOX

MULTI OUTLET SURFACE RACEWAY

POWER OUTLETS

FLOOR   WALL    CEILING

LIGHTING

  WALL    CEILING

FIRE ALARM

MH MANHOLE

RECESSED DOWNLIGHT

CABLE TRAY

SINGLE LINE DIAGRAM

WIRING

POWER

SWITCHES/CONTROLS

  WALL    CEILING

TO
SWITCH - WITH THERMAL OVERLOAD

VARIABLE FREQUENCY DRIVE

1

BP

HEAT DETECTOR

ST
GROUNDING SYSTEM

GROUND ROD - MIN. 3/4"∅ x 10' LONG

SCHEMATIC DIAGRAM

BUSDUCT

GROUND PLATE - WALL MOUNT

VFD

1

XXXXX

XXXXX

XXXXX

XXXXX

1. ALL FINAL LOCATIONS AND ARRANGEMENTS OF LIGHTING FIXTURES SHALL BE OBTAINED FROM THE ARCHITECTURAL REFLECTED CEILING
PLAN.

2. LIGHTING FIXTURES WITH MORE THAN TWO LAMPS SHALL HAVE TWO OUTER LAMPS CONTROLLED WITH ONE SWITCH AND INNER LAMP(S)
CONTROLLED BY A SECOND SWITCH.

3. EACH BRANCH CIRCUIT HOMERUN SHALL HAVE NO MORE THAN THREE CIRCUITS.  EACH BRANCH CIRCUIT HOMERUN SHALL HAVE A
SEPARATE GREEN INSULATED EQUIPMENT GROUNDING CONDUCTOR.

4. MULTI-GANG BACKBOXES FOR DIFFERENT VOLTAGES AND TYPES OF EMERGENCY AND NORMAL BRANCH WIRING DEVICES SHALL HAVE
DIVIDERS BETWEEN DEVICES.

5. ALL WORK SHALL BE PERFORMED SAFELY AND IN SUCH A MANNER SO AS NOT TO DISTURB THE WORK IN THE REMAINDER OF THE AREA AND
THE BUILDING. PROVIDE ALL PROTECTIVE MEANS, SIGNS ETC., SUBJECT TO APPROVAL OF GOVERNMENT.

6. EXACT LOCATION OF ALL CONDUIT RUNS SHALL BE DETERMINED IN THE FIELD. LOCATE ALL CONDUIT RUNS TO CLEAR PIPING, DUCTWORK,
ACCESS DOORS, AND OTHER OBSTRUCTIONS.  COORDINATE CONDUIT RUNS WITH WORK OF OTHER TRADES AND ALTER WHERE
NECESSARY TO AVOID INTERFERENCE.  SUBMIT FOR APPROVAL, PRIOR TO ACTUAL INSTALLATION, INSTALLATION DRAWINGS SHOWING THE
LOCATION OF ALL NEW EQUIPMENT/ DEVICES TO BE INSTALLED AND INDICATING EXACT CIRCUITRY.  DRAWINGS SHALL INCLUDE ALL WIRING, P
ULL BOXES, FITTINGS, WIRING DEVICES, COORDINATE WITH OTHER TRADES PRIOR TO SUBMITTAL.

7. PROVIDE IDENTIFICATION TAGS FOR ALL WIRING, INSTALL TAGS AT EACH END OF RUN AND IN ALL INTERMEDIATE PULL/JUNCTION BOXES,
CABINETS, HOUSINGS, ETC.

8. VERIFY THE EXACT LOCATION AND DIMENSIONS OF ALL EQUIPMENT, SHOP DRAWINGS SHALL BE SUBMITTED AND APPROVED PRIOR TO
PERFORMING ANY WORK.

9. ALL HORIZONTAL CONDUIT RUNS SHALL BE INSTALLED AS CLOSE TO CEILING SLAB AS POSSIBLE. PROVIDE ALL ELBOWS, FITTINGS, OFFSETS,
PULL BOXES AND APPURTENANCES.

10. ALL CONDUCTORS IN PARALLEL SHALL BE SAME LENGTH, TYPE AND SHARE EQUAL  DISTRIBUTION OF LOAD AND SHALL BE INSTALLED IN
ACCORDANCE WITH NEC.

11. ALL EQUIPMENT, DEVICES, WIRING, ETC. SHOWN ON DRAWINGS ARE NEW UNLESS OTHERWISE NOTED.

12. WORK SHALL BE COORDINATED WITH ALL TRADES.

13. POWER AND CONTROL WIRING FOR MECHANICAL AND ELECTRICAL EQUIPMENT SHALL BE COORDINATED WITH APPROVED MANUFACTURER'S
SHOP DRAWINGS.

14. LABEL ALL CIRCUIT BREAKERS IN ALL ELECTRICAL POWER DISTRIBUTION PANELS AND  SWITCHBOARDS. TYPE WRITTEN PANEL DIRECTORY
SHALL BE SECURELY FASTENED TO THE INSIDE OF EACH PANEL DOOR.

15. PROVIDE P-TOUCH LABEL FOR ALL NEW OUTLETS, RACKS, PLUGMOLDS, SWITCHES, MOTOR STARTERS. PROVIDE ENGRAVED PHENOLIC
LABELS FOR ALL OTHER NEWLY INSTALLED DISTRIBUTION EQUIPMENT INDICATING VOLTAGE, PHASE, AMPERAGE, NAME OF EQUIPMENT AND
WHERE EQUIPMENT IS FED FROM.

16. PROVIDE WIRING DIAGRAMS ON THE INSIDE OF EACH CABINET/ENCLOSURE DOOR INDICATING EQUIPMENT AND CONDUCTORS CONNECTED
TO CABINET/ENCLOSURE.

17. MAKE CONNECTIONS TO MOTORS AND EQUIPMENT WITH FLEXIBLE LIQUIDTIGHT METALLIC CONDUIT AND CONNECTORS. MINIMUM SIZE 3/4" FOR
CONNECTIONS, PROVIDE SUFFICIENT LENGTH OF FLEXIBLE CONDUIT TO AVOID TRANSMISSION OF VIBRATION.

18. WIRING METHODS SHALL BE SUITABLE FOR USE IN AN ENVIRONMENTAL AIR PLENUM WHERE SUCH EXISTS.

19. WHEN DRAWINGS INDICATE EXISTING DISTRIBUTION EQUIPMENT. LOCATIONS OF SUCH EQUIPMENT ARE DIAGRAMMATIC. EXACT LOCATIONS
SHALL BE CONFIRMED IN THE FIELD PRIOR TO BIDDING AND THE START OF CONSTRUCTION.

20. PROVIDE STENCILED/PRINTED LABELS ON CONDUIT, 3/8" HIGH FOR UP TO 1 1/4" CONDUIT AND 1" HIGH FOR 1 1/2" CONDUIT OR LARGER,
APPLIED AT A PANEL AND PULL BOX LOCATIONS, WITHIN EACH ROOM AND AT 20' ON CENTER WITHIN AN AREA. LABELS SHALL INDICATE THE
CONDUIT ORIGIN AND DESTINATION AND SHALL BE OF A COLOR WHICH CONTRAST THE COLOR OF THE CONDUIT.

21. CONTRACTOR SHALL SURVEY AND PLAN ENTIRE PROJECT PRIOR TO CONSTRUCTION.  WHERE DRAWINGS AND FIELD CONDITIONS DIFFER
CONTRACTOR SHALL NOTIFY GOVERNMENT AND SUBMIT PROPOSED SOLUTION TO GOVERNMENT FOR APPROVAL.

22. ALL CONDUITS PENETRATING ELECTRICAL/MECHANICAL SPACES OR RATED WALLS SHALL BE SEALED AND FIRE STOPPED.

23. PROVIDE CHANNEL SUPPORT FOR ALL WALL MOUNTED EQUIPMENT. PROVIDE FLOOR AND WALL ANCHORING FOR SUPPORTS. COORDINATE
EXACT REQUIREMENTS WITH GENERAL  CONTRACTOR AND EQUIPMENT VENDORS.

24. CONTRACTOR SHALL SEE ARCHITECTURAL ELEVATION DRAWINGS PRIOR TO ROUGH-IN FOR LOCATION OF RECEPTACLES AND OTHER
ELECTRICAL DEVICES.

1PH
1P
2P
2/C
3/C
3PH
4/C
4W

A/C UNIT
A/E
AAP
AC

ACC
ADDL
ADJ
ADO
AFC

AFF
AFG
AH
AHJ
AIC
ALT
AMB OR A
AMP
ARCH
ASC
AT
ATS
AUTO
AV

BAT
BC
BD
BFF
BIL
BLDG
BPIP
BRKR
BYP

C
CAB
CALC
CAP
CAT
CATV
CCR
CCTV
cd
CD
CF
CF/CI
CF/OI
CFE

CHW
CHWP
CKT
CKT BRKR
CLF
CLG
CMU
COAX
COMM
COMPT
CONC
CONT
CONTR
COORD
CPT
CRI
CT
CTV
CU
CU FT
CUR

DB
DC
DCP
DEG C
DEG F
DEMO
DIAG
DISC
DISTR
DISTR PNL
DMR SW
DN
DPDT
DPST
DRSW
DS
DWG

EC
EG
EL
ELEC
ELEV
EMCP

EMER
EMI
EMT
ENCL
EPO
EPRF
ESMT
EWC
EWH
EXIST

SINGLE-PHASE
SINGLE POLE
DOUBLE POLE
TWO-CONDUCTOR
THREE-CONDUCTOR
THREE-PHASE
FOUR-CONDUCTOR
FOUR-WIRE

AIR CONDITIONING UNIT
ARCHITECT/ENGINEER
ALARM ANNUNCIATOR PANEL
ALTERNATING CURRENT OR ARMORED
CABLE
ACCESSIBLE
ADDITIONAL
ADJACENT, ADJOINING
AUTOMATIC DOOR OPENER
AMPERE FRAME OR AMP FUSE ABOVE
FINISHED COUNTER, AUTOMATIC
FREQUENCY CONTROL, OR AVAILABLE
FAULT CURRENT
ABOVE FINISHED FLOOR
ABOVE FINISHED GRADE
AMPERE HOUR
AUTHORITY HAVING JURISDICTION
AMPERE INTERRUPTING CAPACITY
ALTERNATE
AMBIENT
AMPERE
ARCHITECT
AMPS SHORT CIRCUIT
AMPERE TRIP
AUTOMATIC TRANSFER SWITCH
AUTOMATIC
AUDIO VISUAL

BATTERY
BARE COPPER
BOARD
BELOW FINISH FLOOR
BASIC INSULATION LEVEL
BUILDING
BOILER PLANT INSTRUMENTATION
PANEL
BREAKER
BY PASS

CONDUIT
CABINET
CALCULATE
CAPACITY
CATALOG
COMMUNITY ANTENNA TELEVISION
CONTROL CONTACTOR
CLOSED CIRCUIT TELEVISION
CANDELA
CONSTRUCTION DOCUMENTS
CONTRACTOR FURNISHED
CONTRACTOR FURNISHED/CONTRACTOR
INSTALLED
FURNISHED/OWNER INSTALLED
CONTRACTOR FURNISHED EQUIPMENT
CHILLED WATER
CHILLED WATER PUMP
CIRCUIT
CIRCUIT BREAKER
CURRENT LIMITING FUSE
CEILING
CONCRETE MASONRY UNIT
COAX CABLE
COMMUNICATION
COMPARTMENT
CONCRETE
CONTINUE
CONTRACTOR
COORDINATE
CONTROL POWER TRANSFORMER
COLOR RENDERING INDEX
CURRENT TRANSFORMER
CABLE TELEVISION
COPPER
CUBIC FEET
CURRENT

DECIBEL OR DIRECT BURIAL
DIRECT CURRENT
DIMMER CONTROL PANEL
DEGREES CELSIUS
DEGREES FAHRENHEIT
DEMOLITION
DIAGRAM
DISCONNECT
DISTRIBUTION
DISTRIBUTION PANEL
DIMMER SWITCH
DOWN
DOUBLE POLE, DOUBLE THROW
DOUBLE POLE, SINGLE THROW
DOOR SWITCH
DISCONNECT SWITCH
DRAWING

EMPTY CONDUIT
EQUIPMENT GROUND
ELEVATION
ELECTRIC OR ELECTRICAL
ELEVATOR
EMERGENCY MONITORING CONTROL
PANEL
EMERGENCY
ELECTROMAGNETIC INTERFERENCE
ELECTRICAL METALLIC TUBING
ENCLOSURE
EMERGENCY POWER OFF
EXPLOSION PROOF
EASEMENT
ELECTRIC WATER COOLER
ELECTRIC WATER HEATER
EXISTING

FA
FAAP
FABL
FABX
FACP
FC
FI
FIXT
FLA
FLEX
FLT
FLUOR
FLUOR FIX
FOUTT
FP
FT
FU SW
FVNR
FVR

G OR GND
GEN
GFCI
GTB
HID
HOA
HP
HT
HZ

IESNA

IMC
INCAND
IR
IWH

J-BOX

kV
kVA
kVAH
kVAR
kW
kWH
kWHM

LCP
LED
LF
LM
LP
LPS
LRA
LTCP
LT
LTG
LTG PNL
LTNG
LV

MATV
MAX
MC
MCA
MCB
MCC
MDP
MECH
MG
MH
MIN
MOCP
MLO
MT
MTD
MTG
MTS
MV
MVA
MW

NA
NEC
NEMA

NEUT OR N
NF
NFPA
NIC
NL
NO
NS
NTS

OC
OD
OL

P
PA
PB
PBPU
PCB
PEC
PED
PEND
PF
PH
PNL
POD
PT
PTRV
PVC
PWR

FIRE ALARM
FIRE ALARM ANNUNCIATOR PANEL
FIRE ALARM BELL
FIRE ALARM BOX
FIRE ALARM CONTROL PANEL
FOOTCANDLE
FILM ILLUMINATOR
FIXTURE
FULL LOAD AMPS
FLEXIBLE METALLIC CONDUIT
FLOODLIGHT
FLUORESCENT
FLUORESCENT FIXTURE
TELEPHONE FLOOR OUTLET
FIRE PROTECTION
FEET OR FOOT
FUSED SWITCH
FULL VOLTAGE NON-REVERSING
FULL VOLTAGE REVERSING

GROUND OR GENERATOR
GENERATOR
GROUND FAULT CIRCUIT INTERRUPTER
GROUND TERMINAL BOX
HIGH INTENSITY DISCHARGE
HAND-OFF-AUTOMATIC
HORSEPOWER
HEIGHT
HERTZ

ILLUMINATION ENGINEERING SOCIETY OF
NORTH AMERICA
INTERMEDIATE METAL CONDUIT
INCANDESCENT
INFRARED
INSTANTANEOUS WATER HEATER

JUNCTION BOX

KILOVOLT
KILOVOLT AMPERE
KILOVOLT AMPERE PER HOUR
KILOVOLT AMPERE REACTIVE
KILOWATT
KILOWATT HOUR
KILOWATT HOUR METER

LIGHTING CONTROL PANEL
LIGHT EMITTING DIODE
LINEAR FEET (FOOT)
LUMEN
LIGHT POLE
LOW PRESSURE SODIUM
LOCKED ROTOR AMPS
LOCAL TEMPERATURE CONTROL PANEL
LIGHT
LIGHTING
LIGHTING PANEL
LIGHTNING
LOW VOLTAGE

MASTER ANTENNA TELEVISION SYSTEM
MAXIMUM
METAL-CLAD
MINIMUM CIRCUIT AMPS
MAIN CIRCUIT BREAKER
MOTOR CONTROL CENTER
MAIN DISTRIBUTION PANEL
MECHANICAL
MOTOR GENERATOR
MANHOLE
MINIMUM
MAXIMUM OVERCURRENT PROTECTION
MAIN LUGS ONLY
MOUNT
MOUNTED
MOUNTING
MANUAL TRANSFER SWITCH
MEDIUM VOLTAGE
MEGAVOLT-AMPERE
MEGAWATT MICROWAVE

NOT APPLICABLE
NATIONAL ELECTRICAL CODE
NATIONAL ELECTRICAL MANUFACTURERS
ASSOCIATION
NEUTRAL
NON-FUSED
NATIONAL FIRE PROTECTION ASSOCIATION
NOT IN CONTRACT
NIGHT LIGHT
NORMALLY OPEN
NO SCALE
NOT TO SCALE

ON CENTER
OUTSIDE DIAMETER
OVERLOAD

POLE
PUBLIC ADDRESS
PANELBOARD, PULL BOX, OR PUSHBUTTON
PREFABRICATED BEDSIDE PATIENT UNIT
POLYCHLORINATED BIPHENYL
PHOTOELECTRIC CELL
PEDESTAL
PENDANT
POWER FACTOR
PHASE
PANEL
POWER OPERATED DAMPER
POTENTIAL TRANSFORMER
POWER TYPE ROOF VENTILATION
POLYVINYL CHLORIDE (PLASTIC)
POWER

SURFACE MOUNTED PANEL

WYE-GROUNDED

RCP
REC
RECPT
RGS
RM
RMS
REQD

SCC
SES
SD
SF
SHT
SI
SPEC
SPST
SURF
SW
SWBD
SWGR

TC
TEL
TP
TPS
TTB
TV
TYP

UFD
UGND
UL
UON
UPS
UTIL

V
VA
VAR
VFD
VOLT

W
WH
WP

XFER
XFMR

REFLECTED CEILING PLAN
RECESSED
RECEPTACLE
RIGID GALVANIZED STEEL
ROOM
ROOT MEAN SQUARE
REQUIRED

SHORT CIRCUIT CAPACITY
SERVICE ENTRANCE SECTION
SMOKE DETECTOR
SQUARE FOOT (FEET)
SHEET
INTERNATIONAL SYSTEM OF UNITS
SPECIFICATION
SINGLE POLE, SINGLE THROW
SURFACE
SWITCH
SWITCHBOARD
SWITCHGEAR

TIME CLOCK
TELEPHONE
TWISTED PAIR
TWISTED PAIR SHIELDED
TELEPHONE TERMINAL BOARD
TELEVISION
TYPICAL

UNDERFLOOR DUCT
UNDERGROUND
UNDERWRITERS LABORATORY
UNLESS OTHERWISE NOTED
UNINTERRUPTIBLE POWER SUPPLY
UTILITY

VOLT
VOLT AMPERE
VOLT AMPERE REACTIVE
VARIABLE FREQUENCY DRIVE
VOLTAGE

WATT
WATER HEATER
WEATHERPROOF

TRANSFER
TRANSFORMER

SD

SD

ADDRESSABLE RELAY MODULEARM

DUCT SMOKE DETECTORSD
D

SD

STROBE UNIT

DUCT DETECTORDD

SMOKE DETECTORSD

FDS FUSED DISCONNECT SWITCH

RM RELAY MODULE

MM MONITOR MODULE

FIRE ALARM GENERAL NOTES

1.

2.

3.

4.

5.

6.

7.

WIRE RUNS ON FLOOR PLANS ARE SHOWN DIAGRAMATICALLY. EXACT LOCATION OF ALL WIRE RUNS TO BE DETERMINED
AND RECORDED AS AS-BUILT IN FIELD.

MINIMUM 3/4" CONDUIT.

THE FIRE ALARM SYSTEM WILL CONFORM TO ARTICLE 760 OF NATIONAL ELECTRICAL CODE AND NFPA 72.

AN APPROVED SET OF FIRE ALARM SHOP DRAWINGS WILL BE ON THE SITE AND USED FOR INSTALLATION.

UPON COMPLETION OF THE INSTALLATION OF THE ALARM SYSTEM, THE CONTRACTOR SHALL COORDINATE WITH OTHER
TRADES TO TEST INTERCONNECTIONS OF THE FIRE ALARM SYSTEM WITH OTHER BUILDING SYSTEMS AND EQUIPMENT.
ONCE ALL FUNCTIONS INDICATED IN THE FIRE ALARM SYSTEM SEQUENCE OF OPERATIONS HAVE BEEN VERIFIED
THROUGH TESTING, AN ACCEPTANCE TEST SHALL BE PERFORMED IN THE PRESENCE OF THE LIFE SAFETY ENGINEER OR
REPRESENTATIVE. THE ACCEPTANCE TEST SHALL SUCCESSFULLY DEMONSTRATE ALL FUNCTIONS REQUIRED AND
SPECIFIED HEREIN. A MINIMUM OF 48 HOURS NOTICE TO THE COR OR VA REPRESENTATIVE FOR ANY INSPECTIONS
AND/OR TESTING.

INTERFACE TO FAN CONTROL / ELEVATOR CAPTURE.

FIRE ALARM NETWORK VOICE AND DATA TO BE FIBER OPTIC.

ST

AV PAHCS
Veterans Affairs Palo  Alto  Health Care System

AV PAHCS
Veterans Affairs Palo  Alto  Health Care System

A member company of SH Group, Inc.

R

Syska Hennessy Group, Inc.
425 California Street
Suite 700
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Tel: 415.288.9060
Fax: 415.835.0385
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ELECTRICAL SYMBOLS, NOTES AND
ABBREVIATIONS

E-001



J

J

OS

OS

J

J

J

J

J

J

J

J

J

J

J

D

J

J

01

02

03

04

05

06

07

08

RR

QQ

PP

DD

E' D E B A E13 CC GG HH

EE

FF

01

02

04

05

06

07

08

RR

QQ

PP

DD

E' D E B A E13 CC GG HH

EE

FF

EXTERIOR PATIO

105

HALLWAY

104

LOBBY

100

ELEV

102

ELEV

101

ELEC. ROOM

108

EXHIBIT

110

FIRE ROOM

111

01

02

03

04

05

06

07

08

RR

QQ

PP

DD

E' D E B A E13 CC GG HH

EE

FF

WP

WP

EM
X1

2

 EM
 X1

OS

OSOS

OS OS

 L LCP-1

 EM
 X1

OS

OS

OS

OSOS

 EM
 X1

3

 EM

CONNECT ALL LIGHT FIXTURES TO (N)
PANEL 'L', CIRCUIT 19, U.O.N.

CONNECT ALL LIGHT FIXTURES TO (N)
PANEL 'L', CIRCUIT 21, U.O.N.

CONNECT ALL LIGHT
FIXTURES TO (N) PANEL 'L',
CIRCUIT 19, U.O.N.

CONNECT ALL LIGHT
FIXTURES TO (N) PANEL 'L',
CIRCUIT 19, U.O.N.

CONNECT ALL LIGHT
FIXTURES TO (N) PANEL 'L',
CIRCUIT 21, U.O.N.

 EM

 EM

ZONE 3 TO
LCP-1 RELAY# 3

ZONE 6 TO
LCP-1
RELAY#6

ZONE 5 TO
LCP-1
RELAY#5

F2

F2

F2 F2

F2
b

F2

F2

F2
a

F2
b

F2
a

F2
b

F2
a

F2
a

F2
b

F5
b

F5
a

OS

F4

F4

F4
F4

F7
a

F7
b

F7
a

F7
b

F7
a

F7
a

F7
b

F7
a

F7
a

F7
b

F7
c

F6
c

F6
b
EM

F6
a

 LR LR-1

F6

F6
EM

F6

F6

F6

F8
EM

F8
EM

F1

F1

F1

F1

F6
EM

F11

F11

F8
EM

F8
EM

c  b  a

ZONE 5
OVERRIDE SWITCH

ZONES 3
AND 4
OVERRIDE
SWITCH

ZONE 7 OVERRIDE SWITCH

F6
c

F6
c

F6
c
EM

F6
b

F6
b

F6
a

F6
a
EMF6

a
EM

F6
b

F2
b
EM

F2
b

F2
b

F2
b
EM

F2
b F2

b

F2
b F2

b

F2
b

F2
b

F2
c

F2
c

F2
c

F2
b

F2
b
EMF2

b

F2
b
EMF2

b

F2
b
EM

F2
b
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RBVG

ELECTRICAL LIGHTING FIRST FLOOR
PLAN

EL-101

 1/8" = 1'-0"
1

LEVEL 1 LIGHTING PLAN

KEY NOTES:

SHEET NOTES:

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

DIMMER WALL SWITCH TO CONTROL WALL WASHER
LIGHT FIXTURES IN EXHIBIT ROOM.

OUTDOOR LIGHT FIXTURES TO BE CONTROLLED BY
PHOTOCELL SENSOR ON ROOF AND LIGHTING CONTROL
PANEL, LCP-1 LIGHTS SHALL BE SET TO REMAIN ON
DURING NIGHT TIME.

NEW LIGHTING CONTROL PANEL REFER TO SPECS FOR
MORE DETAIL.

1.

2.

3.

FIXTURES SHOWN HALF SHADED AND WITH 'EM' ARE
EMERGENCY AND SHALL CONTAIN AN EMERGANCY
BATTERY PACK/BALLAST. PROVIDE AN UNSWITCHED
CONDUCTOR CIRCUIT FROM SAME CIRCUIT FOR
EMERGENCY BATTERY BACK CONNECTION.

PROVIDE 2#12, 1#12 G, 3/4"C FOR ELECTRICAL
CONNECTION OF ALL LIGHT FIXTURES.

REFER TO E-401 LIGHTING CONTROL PANEL SCHEDULE
FOR LIGHTING CONTROLS SCHEME.

AUTOMATIC CONTROL SHALL SWITCH LIGHTING OFF FOR
LIGHTING THAT HAS BEEN SWITCHED ON BY LOCAL
OVERRIDE. 1 HOUR SHUTDOWN AFTER HOURS

1.

2.

3.

4.

NORTH
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ELECTRICAL LIGHTING SECOND
FLOOR PLAN

EL-102

KEY NOTES:

SHEET NOTES:

 1/8" = 1'-0"
1

LEVEL 2 LIGHTING PLAN

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

FIXTURES IN ENTRANCE LOBBY TO BE CONTROLLLED
BY PHOTOCELL SENSOR AND LIGHTING CONTROL
PANEL. PLACE PHOTOCELL SENSOR BY ONE OF THE
COLUMNS 10' AFF IN THE FIRST FLOOR LOBBY.
COORDINATE WITH ARCHITECT.

PROVIDE WEATHER PROOF PHOTOCELL ON THIS
LOCATION OF THE ROOF. PROVIDE 3/4" C AND LOW
VOLTAGE WIRING FOR PHOTOCELL AND LIGHTING
CONTROL PANEL CONNECTION. COORDINATE WITH
MANUFACTURER FOR THE LOW VOLTAGE WIRING
REQUIREMENT. ROOF TOP PHOTOCELL SHALL
CONTROL ALL EXTERIOR LIGHTING.

1.

2.

FIXTURES SHOWN HALF SHADED AND WITH 'EM' ARE
EMERGENCY AND SHALL CONTAIN AN EMERGANCY
BATTERY PACK/BALLAST. PROVIDE AN UNSWITCHED
CONDUCTOR CIRCUIT FROM SAME CIRCUIT FOR
EMERGENCY BATTERY BACK CONNECTION.

PROVIDE 2#12, 1#12G, 3/4"C FOR ELECTRICAL CONNECTION
OF ALL LIGHT FIXTURES.

REFER TO E-401 LIGHTING CONTROL PANEL SCHEDULE
FOR LIGHTING CONTROLS SCHEME.

AUTOMATIC CONTROL SHALL SWITCH LIGHTING OFF FOR
LIGHTING THAT HAS BEEN SWITCHED ON BY LOCAL
OVERRIDE. 1 HOUR SHUTDOWN AFTER HOURS.

1.

2.

3.

4.

NORTH
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RBVG

ELECTRICAL POWER SITE PLAN

EP-100

KEY NOTES:

SHEET NOTES:

 1" = 30'-0"
1

ELECTRICAL POWER SITE PLAN

1. CAREFULLY REMOVE EXISTING POLE AND LIGHT
FIXTURE FOR FUTURE USE. STORE ON SITE ON BLOCKS
TO KEEP OFF THE GROUND. COVER AND PROTECT FOR
FUTURE USE. DEMOLISH AND DISCARD EXISTING
CONCRETE POLE BASE ABOVE AND BELOW GRADE.

NORTH
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ELECTRICAL POWER FIRST FLOOR
PLAN

EP-101

KEY NOTES:

SHEET NOTES:

1. UNDERCOUNTER INSTANTANEOUS WATER
HEATER.

2. 120V FOR AUTOMATIC FLUSH AND FAUCET
VALVES. CONNECT ALL UNIT POWER SUPPLIES
TO THIS SOURCE FOR BOTH TOILET ROOMS
BELOW THIS COUNTER.

3. DISCONNECT EXISTING LOADS ON PANEL L1E
FOR NEW LOADS TO BE CONNECTED.

4. PROVIDE 120V FOR POWER. CONTRACTOR
SHALL CIRCUIT TO PANEL LR CIRCUIT NUMBER 29
AND PROVIDE 3/4"C. PROVIDE 3/4"C WITH
CONTROL WIRES TO FA PANEL.

5. MATCH DISCONNECT SWITCH SIZE TO SERVING
CIRCUIT BREAKER.

6. ROUTE CONDUITS IN CEILING SPACE FOR
FUTURE USE.

7. TIE GROUND RING INTO EXISTING GROUND
CABLE IF AVAILABLE.

 1/8" = 1'-0"
1

LEVEL 1 POWER PLAN

 1/4" = 1'-0"
2

ELECTRICAL ROOM POWER PLAN

1. ALL FAN COIL UNITS ARE ASSUMED TO HAVE
SINGLE POINT CONNECTION, AND SHALL  POWER
BUILT-IN CONDENSATE PUMP. PROVIDE 3/4"C.O.
FOR CONTROLS FROM CONDENSING UNIT TO FAN
COIL UNIT. PROVIDE CONTROL WIRING  AND
COORDINATE WITH CONTROLS CONTRACTOR
TERMINATION.

2. CONTRACTOR SHALL CIRCUIT ALL VAV ON THE
1ST FLOOR TO PANEL LR-1 CIRCUIT NUMBER 33.
PROVIDE 2#12, 1#12G, 3/4"C. COORDINATE WITH
MECHANICAL CONTRACTOR FOR EXACT
LOCATION AND TERMINATION POINT. PROVIDE
3/4"C.O. FOR CONTROLS.

3. PROVIDE 3/4"C.O. FOR THERMOSTAT AND CO2
SENSOR.

4. PROVIDE 3/4"C.O. TO ALL VAV CONTROLS TO BE
CONNECT TO THE DDC CONTROL PANEL.
COORDINATE WITH CONTROLS CONTRACTOR.

5. CONTRACTOR SHALL FIRE SEAL ALL SLEEVES
THRU FIRE RATED WALLS AND SEAL AGAINST
SMOKE TRANSFER IN AN APPROVED MANNER
CONSISTENT WITH LOCAL AND NATIONAL
REQUIREMENTS.

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

 1/4" = 1'-0"
3

ENLARGED ELECTRICAL ROOM

NORTH
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STORAGE
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7
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7

7

999
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1,3,5 2,4,6

ELECTRIC
REHEAT
COIL

ELECTRIC
REHEAT
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8,10,12

 2M

ELECTRIC
REHEAT
COIL

2M -1,3,5 2M -2,4,6

2M -8,10,12

3#8, 1#10G 1"C

3#12, 1#12G 3/4"C3#12, 1#12G 3/4"C

POWER FOR
FUTURE AV

+66"

+66"

+48"

19

LR-1 -7,9,11

19

ON HIGH SOFFIT

14,16,18

11
11

LR -19,21,23

31
31

LR -25,27
4#12, 1#12G, 3/4"C

2

4

6

LR-1 -2,4,6
6#12, 1#12G, 1"C

LR -31

LR-1 -10

LR-1 -8

2#12, 1#12G 3/4"C

2#12, 1#12G 3/4"C

LR-1 -17,15,13
6#12, 1#12G, 1"C

WOMEN

204

CONFERENCE

ROOM 2

210

ELEV

102
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MEN

203

LR-1 -12

2#12, 1#12G 3/4"C

LR-1 -14,16,18
4#12, 1#12G 3/4"C

24

24

26,28

30

29,31

LR-1 -24
2#12, 1#12G, 3/4"C

AUTOMATIC
DOOR POWER

LR-1 -26,28
3#8, 1#8G, 1"C

3#8, 1#8G, 1"C
LR-1 -29,31

LR-1 -30
2#12, 1#12G, 3/4"C

1

2

3

4

FC

2#10, 1#10G, 3/4"C

FSD

FSD

FSD

FSD

2-3

VAV

2-1

VAV

T VAV 2-2

CO2

T

CO2

4

5 (TYP)

VAV 2-3

2#12, 1#12G, 3/4"C
UP TO ROOF, CU-4

VAV

LR-1 -39,41

39,41

LR -29
2#12, 1#12G, 3/4"C

6

6

2-2

VAV

LR -22,20
4#12, 1#12G, 3/4"C
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RBVG

ELECTRICAL POWER SECOND FLOOR
PLAN

EP-102

KEY NOTES:

SHEET NOTES:

 1/8" = 1'-0"
1

LEVEL 2 POWER PLAN KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

1. PROVIDE 3/4" CONDUIT WITH PULL STRING FOR
MOVABLE PARTITION CONTROL WIRING.

2. UNDERCOUNTER INSTANTANEOUS WATER
HEATER.

3. 120V FOR AUTOMATIC FLUSH AND FAUCET
VALVES. CONNECT ALL UNIT POWER SUPPLIES
TO THEIS SOURCE FOR BOTH TOILET ROOMS
BELOW THIS COUNTER.

4. COMM ROOM GROUND BUS BAR. PROVIDE 1#6
GREEN GND WIRE AND PERFORM EXOTHERMIC
WELDING TO BOND TO NEAREST STEEL
STRUCTURE. PROVIDE 1#6 GREEN GND WIRE
AND GROUND ALL EQUIPMENT RACK, LADDER
RACK, AND RACK MOUNTED GROUND BUS BAR.

5. PROVIDE 120V FOR POWER. CONTRACTOR
SHALL CIRCUIT TO PANEL LR CIRCUIT NUMBER
29 AND PROVIDE 3/4"C. PROVIDE 3/4"C WITH
CONTROL WIRES TO FA PANEL.

6. POWER FOR FUTURE AV DEVICES.
COORDINATE WITH ARCHITECT ON EXACT
LOCATION AND HEIGHTS.

1. ALL FAN COIL UNITS ARE ASSUMED TO HAVE
SINGLE POINT CONNECTION, AND SHALL
POWER BUILT-IN CONDENSATE PUMP.
PROVIDE 3/4"C.O. FOR CONTROLS FROM
CONDENSING UNIT TO FAN COIL UNIT.
PROVIDE CONTROL WIRING  AND COORDINATE
WITH CONTROLS CONTRACTOR FOR
TERMINATION.

2. CONTRACTOR SHALL CIRCUIT ALL VAV ON
THE 1ST FLOOR TO PANEL LR CIRCUIT
NUMBER 41. PROVIDE 2#12, 1#12G, 3/4"C.
COORDINATE WITH MECHANICAL
CONTRACTOR FOR EXACT LOCATION AND
TERMINATION POINT. PROVIDE 3/4"C.O. FOR
CONTROLS.

3. PROVIDE 3/4"C FOR THERMOSTAT AND CO2
SENSOR.

4. PROVIDE 3/4"C.O. TO ALL VAV CONTROLS TO
BE CONNECT TO THE DDC CONTROL PANEL.
COORDINATE WITH CONTROLS CONTRACTOR.

5. CONTRACTOR SHALL FIRE SEAL ALL SLEEVES
THRU FIRE RATED WALLS AND SEAL AGAINST
SMOKE TRANSFER IN AN APPROVED MANNER
CONSISTENT WITH LOCAL AND NATIONAL
REQUIREMENTS.

NORTH
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1
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1
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4
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RBVG

ELECTRICAL POWER ROOF PLAN

EP-103

KEY NOTES:

SHEET NOTES:

 1/8" = 1'-0"
1

ROOF POWER PLAN

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

1. PROVIDE 20A WP GFCI  DUPLEX OUTLET AND
NEMA3R WEATHER PROOF ENCLOSURE.
RECEPTACLE SHALL BE MOUNTESD ON A
UNISTRUT SUPPORT ASSMEBLY.

2. PROVIDE UNISTRUT SUPPORT FOR PROTECTIVE
EQUIPMENT AND DEVICE, IF NECESSARY.

3. POWER FOR AHU-1 HAS A SINGLE POINT OF
CONNECTION.

4. PROVIDE A MOTOR RATED SWITCH FOR EF-1.
5. ELEVATOR SHAFT SMOKE DAMPER.

1. PROVIDE 3/4"C.O. FOR DUCT SMOKE DETECTORS ON
SUPPLY AND RETURN  OF AHU-1 TO FA PANEL.
CONTROLS CONTRACTOR SHALL PROVIDE WIRING FOR
CONTROLS.

NORTH



SCALE:

LIGHTING CONTROL PANEL SCHEDULE

CIRCUIT ZONE
TIME

CLOCK
OCCUPACY OVERRIDE

L-21 1

L-22 2

L-21 3

L-21 4

L-19 5

L-19 6

L-19 7

L-21 8

9

L-22 10

11

12

13

14

LR-1 -1 15

LR-1 -3 16

LR-1 -5 17

LR-1 -2 18

LR-1 -4 19

LR-1 -6 20

PHOTOCELL

LR-1 -12

L-22

L-22

L-20

L-20

L-19 21

L-19 22

MAIN SWITCHBOARD ELEVATION
 NTS

REMARKS
FIXTURE DESCRIPTION TOTAL

WATTS

VOLTAGE

(V)

LAMPS

4' LED LINEAR COVE

MANUFACTURER AND CATALOG NUMBER

6" LED DOWNLIGHT, 18W

6" LED DOWNLIGHT, 28W

4" LED WALL WASHER, 16W

PENDANT LED, 9W

4' LED SURFACE

2'x2' LED

18" OUTDOOR LED WALLPACK

4' LED LINEAR PENDANT

4' LED WALL WASHER, 16W

WATTS

ELEVATOR LOBBY

LOW BAY LOBBY, HALLWAYS,

HIGH BAY LOBBY

EXHIBIT

BACK ENTRANCE

TYPE

X1

F11

F10

F9

F8

F7

F6

F5

F4

F3

F2

F1

2ND FLOOR LOBBY

2ND FLOOR LOW BAY

OUTDOOR MAIN ENTRANCE

RESTROOM, 1ST FLOOR LOBBY,

HALLWAYS, EXHIBIT

EXTERIOR PATIO, ELEC. RM, FIRE

ROOM, STORAGE

16

WST LED 2 10A700/40K

SR3 MVOLT

2VTL2 36L ADP D36

LP835

STL4 48L D50 LP835

N100

DGNG 1007/MDP B BNP

EVO WW 35/06 4AR

EVO 35/18 6AR 120

BIO-LED3LO-04-SAL-D1

SQM4 HI/HI I4 MVOLT EZB

SCT LP835 F1/24 PWRF

C032 PLT

EVO 35/10 6AR 120

MNSL MV M6

LITHONIA LIGHTING

LITHONIA LIGHTING

LITHONIA LIGHTING

LITHONIA LIGHTING

GOTHAM ARCHITECTURAL

LIGHTING

GOTHAM ARCHITECTURAL

LIGHTING

PRUDENTIAL LIGHTING

PEERLESS LIGHTING

GOTHAM ARCHITECTURAL

LIGHTING

LITHONIA LIGHTING

19

80NICHIA LEDS

LINEAR LED 277V

277V

47 277V
WALL PACK

LED

TROFFER LED 37 277V

50DOWNLIGHT

LED
277V

RESTROOM LOBBY9
MINI PENDANT

LED
277V

16

27

18

27

WALLWASHER

LED

DOWNLIGHT

LED

DOWNLIGHT

LED

LINEAR

LED

277V

277V

277V

277V

LIGHT FIXTURE SCHEDULE

TYPE QTY

PLAN

SYMBOL

VSL-16-30-VI-S-G-WHUBBELL KILLARK 2 ELEVATOR PIT16LED 277V32

18

12

6

79

25

8

18

42

6

342

960

282

2923

1250

72

96

486

756

432

WALL MOUNTED "JELLY JAR" FIXTURE

SHALL HAVE INTEGRAL ELECTRONIC

BALLAST. FIXTURE SHALL BE U.L.

LISTED FOR USE IN WET LOCATION

EXIT SIGN TO MATCH EXISTING EXIT

SIGN OF EXISTING BUILDING. FIELD

VERIFY.

INCOMING POOL SECTIONUTILITY

METER

CUSTOMER

METER

DIST. DIST.

45" 45" 36" W

45"

W1

51"

90"

30"

MAIN

222"

18'-6"
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SCHEDULES AND ELEVATIONS

E-401
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NATIVE SOIL BACKFILL
COMPACTED TO 95%

GRADE
FOIL BACKED MARKER TAPE

#4/0 GROUND CABLE,
BARE COPPER

6", SCHEDULE 40, PVC
CONDUITS

CONCRETE ENCASEMENT

  
3
"

  
3
"

  
3
"

  3"   3"   3"

 2
4
"

1
'-
0
"

NATIVE SOIL BACKFILL
COMPACTED TO 95%

GRADE
FOIL BACKED MARKER TAPE

#4/0 GROUND CABLE,
BARE COPPER

4", SCHEDULE 40, PVC
CONDUITS

CONCRETE ENCASEMENT

  3"

3'-0" MAX

GENERAL NOTES:

1. MAINTAIN A MINIMUM CLEARANCE OF 12" [308mm] ON ALL SIDES OF

ROOF PENETRATION FROM WALLS, CURBS, AND OTHER PROJECTIONS

TO FACILITATE PROPER FLASHING.

2. FLANGES OF ADJACENT FLASHINGS SHALL NOT BE CUT OR

OVERLAPPED.

3. VERIFY ROOF & STRUCTURAL SYSTEM WITH ARCHITECT.

4. COORDINATE FLASHING INSTALLATION WITH ROOFING CONTRACTOR

TO ENSURE PROPER METHODS & MATERIALS ARE USED TO MAINTAIN

ROOF WARRANTY.

PREFABRICATED RUBBER
BOOT CAP WITH GRADUATED
STEPS & WEATHER-PROOF
PRESSURE SEAL TO COLLAR

SEALANT AT PENETRATION
TO MEMBRANE JUNCTURE
BY ROOFING CONTRACTOR

MULTIPLE MEMBRANE STRIPPING
PLIES FEATHERED AT FIELD OF ROOF
BY ROOFING CONTRACTOR. PRIME
FLANGE BEFORE STRIPPING.

PREFABRICATED FORMED 0.06"
THICK ALUMINUM FLASHING
ROUND COLLAR WITH MIN. 3" WIDE
FLANGE. ATTACH TO ROOF PER
MANUFACTURER'S INSTRUCTIONS

CONDUIT CLAMP.  SIZE AS
REQUIRED

BATT INSULATION

ROOF MEMBRANE

WATER CUT-OFF MASTIC
COMPATIBLE WITH
ROOF MEMBRANE

STAINLESS CLAMP, TYP.

3/8" MIN
GALVANIZED
THREADED
ROD, TYP.

SEAL-OFF
FITTING,
TYP.

ROOF

STEEL
EXPANSION
ANCHOR

INTEGRAL GALVANIZED
LIPPED STEEL
MOUNTING CHANNEL

CONDUIT,
TYP.

CONDUIT
CLAMP.  SIZE AS
REQUIRED

LOCKING
SQUARE
WASHER &
LOCKNUT

CAST METAL
"WHILE-IN-USE"
WP COVER(S) &
RECEPTACLE(S).

CAST METAL, 2-GANG,
NEMA 3R JUNCTION BOX
WITH THREADED HUBS.

RIGID STEEL CONDUIT
FOR WIRING

A

A

SECTION "A-A"

ELEVATION

RIGID STEEL CONDUIT
FOR SUPPORT PER
N.E.C. ART. 314

ROOF PENETRATION AND
CONDUIT SUPPORT PER
SPECIFICATION 60533

2
"

[5
1
m

m
]

4
"

[1
0
2

m
m

]

  1"

[25mm]

1"

[25mm]

1"

[25mm]

2"

[51mm]

1 1/2" TYP

[38mm]

1
"

[2
5
m

m
]

5
/8

"

[1
6
m

m
]

5
"

[1
2
7

m
m

]

2"

[51mm]
MIN

1/4" DIA.
MOUNTING
HOLES TYP. OF
(4)

3" DEEP FIBERGLASS
CHANNEL SAME
LENGTH AS CU BUSS

3/8" DIA. HOLE TYP.
OF (6)

1/2"DIA. x2"L. BOLT
TYP. OF (2)

1/2" NUT

1/2" LOCK WASHER

1/2" STANDARD WASHER

1/2" FENDER WASHERS (EACH SIDE)

1/4" THICK CU
BUSS

2'-0" MIN

[610mm]

1/4" DIA. HOLE
TYP OF (8)

GENERAL NOTES

1. ALL HARDWARE SHOWN

SHALL BE STAINLESS STEEL.

2. PROVIDE 1 MOUNTING

POINT PER 12" OF BAR

LENGTH.

3. HOLES MAY BE ADDED IF

REQUIRED.SECTION

STEEL EXPANSION
ANCHOR

SEISMIC OR EXPANSION
JOINT. FIELD VERIFY
ACTUAL CONDITIONS &
LOCATIONS.FLOOR OR ROOF STRUCTURE.

FIELD VERIFY ACTUAL
CONDITIONS, TYP.

STRUCTURAL MEMBER
(BEAM, JOIST, ETC.), TYP.

JUNCTION BOX, TYP
(SIZE AS REQUIRED)

CONDUIT
TRAPEZE PER
SD260533-02, TYP.

[914mm]

BEAM
CLAMP,
TYP.

CONDUIT,
TYP.

15" FLEXIBLE GALVANIZED STEEL
CONDUIT WITH CONDUCTORS &
GREEN INSULATED EQUIPMENT
GROUNDING CONDUCTOR.

INTEGRAL
GALVANIZED LIPPED
STEEL MOUNTING
CHANNEL

STEEL
EXPANSION
ANCHOR

JUNCTION BOX (SIZE
AS REQUIRED)

CONDUIT COMPRESSION
FITTING

SPRING NUT

1

2

36

9

4

5

710CONDUIT JOINT CROSSING DETAIL

811GROUND BAR FOR TELECOMM

SECONDARY DUCT BANK, TRANSFORMER TO SWITCHBOARD 12

OUTLET BOX INSTALLATION IN FIRE RATED PARTITION

FIREPROOFING THROUGH GYPSUM WALL

ROOF PENETRATION DETAIL

RECEPTACLE ROOF MOUNTING DETAIL

BUILDING STEEL GROUND (EXOTHERMIC)PENDANT FIXTURE INSTALLATION

OCCUPANCY SENSOR WIRING DIAGRAM MULTIPLE SWITCHES

LAY-IN LIGHTING FIXTURE INSTALLATION

SCALE: NONE
PG&E PRIMARY DUCT BANK

SCALE: NONE

4

1

4

3

5

2

2

2

4

5

3

1

3

1

3

UL SYSTEM #WL1002 (B)

3M FIRE BARRIER
1/4"BEAD

CP 25 CAULK

WOOD OR STEEL STUD

WALLBOARD

FIRE RATED
1-2-3 HOUR

GYPSUM

FS-195 WRAP-STRIP
3M FIRE BARRIER

METAL PIPE

WRAP FIRE PUTTY PADS

OVER ENTIRE BOX.  OVERLAP

ON TOP, BOTTOM & SIDES.

FOR TYPE, SIZE & QUANTITY.

PLANS AND SPECIFICATION

OUTLET BOX.  REFER TO

WRAP FIRE PUTTY PADS

BETWEEN PLASTER RING &

INSULATING PUTTY TO SEAL

PROVIDE 1/4" BEAD OF

DRYWALL

WALL TYPE AND PROVIDE RING

ARCHITECTURAL PLANS FOR

PLASTER RING.  REFER TO

DEPTH TO MATCH DRYWALL

DEPTH

FILL GAP BETWEEN PLASTER

RING AND DRYWALL WITH

PLASTER

INSTALLED ON EITHER SIDE

SPECIAL NOTE:

FIRE PUTTY IS NOT REQUIRED

IF ONLY ONE BOX IS

OF 100 SF OF WALL.

OVER FITTING

CONDUCTOR
GROUNDING

EXOTHERMIC

SADDLE,PIPE RACK OR METAL
STRUCTURAL STEEL,COLUMN,VESSEL,

WELD

LIGHT POLE

TO GRID OR GROUND
ROD AS SHOWN ON
DRAWING

FIXTURE TO T-BAR CEILING CHANNEL SUSPENSION.
PROVIDE FOUR(4) CLIPS ATTACHED TO FIXTURES TO POSITIVELY TIE

INDEPENDENTLY OF CEILING SUPPORTS. ALLOW 1/4" SLACK IN WIRE.
OR (4) TWELVE GAUGE AT FOUR CORNERS TIED TO BUILDING STRUCTURE
PROVIDE TWO(2) TEN GAUGE STEEL SUPPORT WIRES ON DIAGONAL CORNERS

RECESSED FLUORESCENT LIGHT FIXTURE IN DEMOUNTABLE CEILING.

NOTES:

3

3

1

1

2

3

OF SWIVEL IN ANY DIRECTION.
FIXTURE TO PROVIDE 45
UNIVERSAL SWIVEL AT

PENDANT MOUNT FIXTURE.

DIRECTION.
OF SWIVEL IN ANY
SWIVEL TO PROVIDE 45
HANGER AT FEED POINTS.
SWIVEL AND STEM

FIN. CLG.

FIELD ADJUSTMENTS.
CABLE RETAINER. CABLE TO HAVE ADJUSTABLE CABLE RETAINER FOR FINAL
AIR CRAFT CABLE WHERE REQUIRED TO BE CONNECTED TO THREADED ROD BY

THREADED ROD FOR SUPPLEMENTAL SUPORTS.

HEIGHT.
COORDINATE STEM LENGTH WITH FIXTURE MOUNTING HEIGHT AND CEILING

INDEPENDANTLY OF CEILING.
LOADS DURING INSTALLATION AND RELAMPING. BOX TO BE SUPPORTED
OUTLET BOX AT FEED LOCATIONS. BOX TO BE SUPPORTED TO WITHSTAND

NOTES:

7

4 6

5

4

3

2

1 1

7

6

5

4

3

2

1

TO ADDITIONAL

(WHERE REQUIRED)

SWITCHPACKS

SENSOR

B
L

A
C

K

B
L

U
E

R
E

D

H

N

SWITCH (WHERE REQUIRED)

MANUAL `OFF'

LINE

SWITCHPACK

B
L

A
C

K

B
L

U
E

R
E

D

WHITE BLUE

TO ADDITIONAL

(WHERE REQUIRED)

SENSORS

BLUE

LOAD a

LOAD b

LOAD c

BLACK

(120 VAC)

ORANGE

(277 VAC)

USE ONLY ONE OF THE SWITCH LOCATIONS

CAP AND SAFE-OFF UNUSED LEAD.

REFER TO LIGHTING PLANS FOR QUANTITIES

AND CIRCUIT TO BE CONTROLLED

COORDINATE MAXIMUM ALLOWED WITH SUPPLIER.

INDICATED.

NOTES:

MANUAL 'OFF'

SWITCH (WHERE REQUIRED)

PROVIDE A SWITCHPACK FOR EACH ADDITIONAL

CIRCUIT TO BE CONTROLLED.

TYPICAL

ACOUSTICAL CEILING
TILE (TYP)

LUMINAIRE MANUFACTURER'S
EARTHQUAKE CLIP, (4) PER
FIXTURE AT CORNERS. ATTACH
WITH SHEET METAL SCREW

3 TWIST MINIMUM
(TYP)

ARCHITECTURAL
CEILING GRID

LUMINAIRE. REFER TO
SCHEDULE

1/4"MAX

1/2" 1/2" 2"
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ELECTRICAL DETAILS

E-501



V
A

R
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S

5'-0"

[1930mm]

6'-4"

8"

[1524mm] [203mm]
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0
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m
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]

6
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5
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m
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[3
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]
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[1524mm]
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4
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"

[9
1
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m
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]

[915mm]

  3'-0"
TOP VIEW

SECTION "A-A"

POWER

SECTION "B-B"

S
LO

P
E

SL
O

PE

SLOPE

12"x12" SUMP
[305x305mm]

FINISHED GRADE

GROUND ROD
PER SECTION
26 05 26.

A

A

B
B

PULLING IRON

CONC.
ENVELOPE

GROUND
ROD
SLEEVE

PULLING
IRON

CABLE STANCHION PER
SECTION 26 05 41.

12" [305mm] SUMP

SUMP FRAME &
COVER

GRADE RINGS AS REQ'D TO MATCH
CIVIL FINISHED GRADE ELEVATION.

CABLE STANCHION

1 CUBIC YARD
3/4" GRAVEL
SUMP.

GENERAL NOTES:

1. INCLUDE ALUMINUM LADDER (NOT

SHOWN FOR CLARITY)

CEILING HANGER
WIRE, TYP.

RECESSED CAN
LUMINAIRE

ARCHITECTURAL
CEILING GRID

WIRE TIE OR SCREW
BAR HANGER TO
ARCHITECTURAL
CEILING GRID TYP.

LUMINAIRE
BAR HANGERS

12GA. HANGER WIRE AT DIAGONAL
CORNER ATTACHED TO STRUCTURE

ACOUSTICAL
CEILING TILE (TYP)

RECESSED CAN
LUMINAIRE

ARCHITECUTRAL CEILING GRID

CEILING HANGER WIRE

DRYWALL CEILING
CROSS TEE, TYP.

CEILING MAIN
BEAM.

DRYWALL CEILING
CROSS TEE, TYP.

GYPSUM
BOARD

WIRE TIE THROUGH
MOUNTING CHANNEL  &
CROSS BEAM, TYP.

#12 GA. HANGER WIRE THROUGH INTEGRAL
GALVANIZED LIPPED STEEL MOUNTING
CHANNEL & ATTACHED TO STRUCTURE

INTEGRAL GALVANIZED LIPPED
STEEL MOUNTING CHANNEL

JUNCTION BOX

LOCKING SQUARE
WASHER & NUT

1/4" SCREW

CEILING HANGER WIRE

ARCHITECTURAL
CEILING GRID

ARCHITECTURAL
CEILING GRID

ACOUSTICAL CEILING TILE (TYP)

#12 GA. HANGER WIRE THROUGH INTEGRAL
GALVANIZED LIPPED STEEL MOUNTING
CHANNEL & ATTACHED TO STRUCTURE

INTEGRAL GALVANIZED LIPPED
STEEL MOUNTING CHANNEL

JUNCTION BOX

LOCKING SQUARE
WASHER & NUT

1/4" SCREW

ARCHITECTURAL
CEILING GRID

WIRE TIE THROUGH
MOUNTING CHANNEL  &
CROSS BEAM, TYP.

1

2

35

8

4

69

710

11

EXIT SIGN MOUNTING - LAY-IN CEILING

EXIT SIGN MOUNTING - GYPBOARD CEILINGPOWER MANHOLE DETAILS

DOWNLIGHT MOUNTING - LAY-IN CEILING
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PANEL SCHEDULES

E-601

Notes:

Total Est. Demand: 179 A

Total Conn.: 179 A

Total Est. Demand: 64404 VA

Power 16360 VA 100.00% 16360 VA Total Conn. Load: 64404 VA

Other 48044 VA 100.00% 48044 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 207 A 191 A 150 A

Total Load: 24137 VA 22292 VA 17976 VA

41 Spare 0 A 1 0 VA 10810 -- -- -- 42

39 MILLWORK 1ST FLOOR 20 A 1 540 VA 13960 -- -- -- 40

37 Spare 0 A 1 0 VA 17390 3 150 A PANEL LR-1 38

35 WATER COOLER 1ST FLOOR 20 A 1 800 VA 0 VA 1 0 A Spare 36

33 WATER COOLER 1ST FLOOR 20 A 1 800 VA 0 VA 1 0 A Spare 34

31 COMM. ROOM RECEPTACLES 20 A 1 360 VA 0 VA 1 0 A Spare 32

29 FSD 20 A 1 720 VA 1160 1 20 A ELEVATOR LIGHTS & RECEP 30

27 2ND FLR WOMEN RESTROOM 20 A 1 360 VA 2247 -- -- -- 28

25 2ND FLR HALLWAY RECEPTACLES 20 A 1 540 VA 2247 2 30 A CU-2 26

23 2ND FLR HALLWAY RECEPTACLES 20 A 1 360 VA 100 VA 1 20 A FIRE RISER ROOM RISER 24

21 2ND FLR STORAGE AND HALLWAY RECEP 20 A 1 540 VA 180 VA 1 20 A WATER COOLER 2ND FLOOR 22

19 2ND FLOOR LOBBY RECEPTACLES 20 A 1 720 VA 180 VA 1 20 A WATER COOLER 2ND FLOOR 20

17 -- -- -- 1373 133 VA -- -- -- 18

15 CU-3 20 A 2 1373 133 VA 2 15 A FC-3 16

13 EQUIPMENT ROOM RECEPTACLE 20 A 1 180 VA 180 VA 1 20 A EF-1 14

11 EXTERIOR PATIO CONV RECEPTACLES 20 A 1 540 VA 540 VA 1 20 A POWER 12

9 EXTERIOR PATIO CONV RECEPTACLES 20 A 1 540 VA 720 VA 1 20 A TOILET RECEPTACLES 10

7 EXTERIOR PATIO CONV RECEPTACLES 20 A 1 540 VA 720 VA 1 20 A LOBBY RECEPTACLES 8

5 EXIBIT AND FIRE ROOM RECEPTACLES 20 A 1 900 VA 540 VA 1 20 A EXHIBIT RECEPTACLES 6

3 LOBBY AND HALLWAY RECEPTACLES 20 A 1 720 VA 180 VA 1 20 A HALLWAY RECEPTACLES 4

1 LOBBY RECEPTACLES 20 A 1 720 VA 360 VA 1 20 A ELEC ROOM C108 CONV 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

LOCATED IN ELECTRICAL ROOM 108

Notes:

Enclosure: Type 1 MCB Rating: 225 A

Mounting: Recessed Wires: 4 Mains Rating: 225 A

Supply From: 75 kVA, 277 V/480 V, Three Phases: 3 Mains Type:

Location: Space 30 Volts: 120/208 Wye A.I.C. Rating: 10,000

Branch Panel: LR wt

Notes:

Total Est. Demand: 308 A

Total Conn.: 308 A

Power 165760 VA 100.00% 165760 VA Total Est. Demand: 256039 VA

Other 88411 VA 100.00% 88411 VA Total Conn. Load: 255665 VA

Lighting 1494 VA 125.00% 1868 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 327 A 321 A 285 A

Total Load: 89276 VA 87529 VA 78860 VA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 LOBBY, STORAGE, ENTRANCE LTS 20 A 1 2447 1906 1 20 A LOBBY, HALLWAY, STORAGE, LTS 22

19 PATIO, RESTROOMS, EXIBIT, FIRE LTS 20 A 1 2119 2136 1 20 A CONF RMS, RESTROOMS, HALLWAY LTS 20

17 -- -- -- 14400 3325 -- -- -- 18

15 -- -- -- 14400 3325 -- -- -- 16

13 ELEVATOR#2 125 A 3 14400 3325 3 20 A REHEAT COIL VAV 1-3 14

11 -- -- -- 14400 3325 -- -- -- 12

9 -- -- -- 14400 3325 -- -- -- 10

7 ELEVATOR #1 125 A 3 14400 3325 3 20 A ELECTRIC REHEAT 1-1 AND 1-2 8

5 -- -- -- 17976 25434 -- -- -- 6

3 -- -- -- 22292 25434 -- -- -- 4

1 75 kVA XFMR 125 A 3 24137 25434 3 150 A PANEL 2M (HVAC LOADS) 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

LOCATED IN ELECTRICAL ROOM 108

Notes:

Enclosure: Type 1 MCB Rating:

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: Phases: 3 Mains Type:

Location: Space 30 Volts: 480/277 Wye A.I.C. Rating: 42,000

Branch Panel: L

Notes:

Total Est. Demand: 92 A

Total Conn.: 92 A

Total Est. Demand: 76301 VA

Power 63000 VA 100.00% 63000 VA Total Conn. Load: 76301 VA

Other 13301 VA 100.00% 13301 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 92 A 92 A 92 A

Total Load: 25434 VA 25434 VA 25434 VA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 16

13 14

11 -- -- -- 21000 1108 -- -- -- 12

9 -- -- -- 21000 1108 -- -- -- 10

7 AHU-1 90 A 3 21000 1108 3 20 A ELECTRIC REHEAT COIL VAV 2-1 8

5 -- -- -- 1663 1663 -- -- -- 6

3 -- -- -- 1663 1663 -- -- -- 4

1 ELECTRIC REHEAT COIL 209 20 A 3 1663 1663 3 20 A ELECTRIC REHEAT COIL 209 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

LOCATED IN ELECTRICAL ROOM 108

Notes:

Enclosure: Type 1 MCB Rating: 150 A

Mounting: SURFACE Wires: 4 Mains Rating: 225 A

Supply From: L Phases: 3 Mains Type:

Location: Volts: 480/277 Wye A.I.C. Rating: 42,000

Branch Panel: 2M

Notes:

Total Est. Demand: 117 A

Total Conn.: 117 A

Total Est. Demand: 42160 VA

Power 3420 VA 100.00% 3420 VA Total Conn. Load: 42160 VA

Other 38740 VA 100.00% 38740 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Legend:

Total Amps: 149 A 120 A 90 A

Total Load: 17390 VA 13960 VA 10810 VA

41 -- -- -- 2000 42

39 2ND FLOOR DISPLAY VAV 30 A 2 2000 40

37 -- -- -- 2000 38

35 1ST FLOOR DISPLAY VAV 30 A 2 2000 36

33 FACP 20 A 1 50 VA 0 VA -- -- -- 34

31 -- -- -- 3300 0 VA 2 20 A CU-4 32

29 MEN'S ROOM WATER HEATER 2ND FLOOR 20 A 2 3300 500 VA 1 20 A TOILET FLUSH VALVE 2ND FLOOR 30

27 -- -- -- 3300 3300 -- -- -- 28

25 MEN'S ROOM WATER HEATER 1ST FLOOR 40 A 2 3300 3300 2 20 A WOMEN'S ROOM POWER HEATER 26

23 TOILET FLUSH VALVE 1ST FLOOR 20 A 1 500 VA 100 VA 1 20 A TOILET ROOM DOOR POWER 2ND FLOOR 24

21 TOILET AUTO DOOR POWER 1ST FLOOR 20 A 1 100 VA 3300 -- -- -- 22

19 LOBBY AND DOOR POWER 20 A 1 100 VA 3300 2 40 A WOMEN'S ROOM WATER HEATER 1ST FLOOR 20

17 IT COMM ROOM 206 2ND FLOOR 20 A 1 360 VA 500 VA -- -- -- 18

15 IT COMM ROOM 206 2ND FLOOR 20 A 1 360 VA 500 VA -- -- -- 16

13 IT COMM ROOM 206 2ND FLOOR 20 A 1 360 VA 500 VA 3 20 A CONFERENCE RM PARTION WALL PWR 14

11 2ND FLOOR RECEPTACLES 20 A 1 720 VA 500 VA 1 20 A LOBBY CHANDELIER 1ST FLOOR 12

9 2ND FLOOR RECEPTACLES 20 A 1 540 VA 180 VA 1 20 A AV CONFERENCE ROOM 2ND FLOOR 10

7 2ND FLOOR RECEPTACLES 20 A 1 720 VA 180 VA 1 20 A AV CONFRENCE ROOM 2ND FLOOR 8

5 ELEVATOR ILLUMINATED WALL 1ST FLOOR 20 A 1 150 VA 180 VA 1 20 A ELEVATOR ILLUMINATED WALL 2ND FLOOR 6

3 ELEVATOR ILLUMINATED WALL 1ST FLOOR 20 A 1 150 VA 180 VA 1 20 A ELEVATOR ILLUMINATED WALL 2ND FLOOR 4

1 ELEVATOR ILLUMINATED WALL 1ST FLOOR 20 A 1 150 VA 180 VA 1 20 A ELEVATOR ILLUMINATED WALL 2ND FLOOR 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

LOCATED IN ELECTRICAL ROOM 108

Notes:

Enclosure: Type 1 MCB Rating: 150 A

Mounting: SURFACE Wires: 4 Mains Rating: 150 A

Supply From: LR Phases: 3 Mains Type:

Location: Space 30 Volts: 120/208 Wye A.I.C. Rating: 10,000

Branch Panel: LR-1
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FIRE ALARM FIRST FLOOR PLAN

FA-101

KEY NOTES:

SHEET NOTES:

1. NEW FIRE ALARM SYSTEM TO BE IN
ACCORDANCE WITH NFPA 72 NATIONAL FIRE ALARM
AND SIGNALING CODE, 2013 EDITION.

2. ALL WORK TO BE IN ACCORDANCE WITH THE VA
FIRE PROTECTION DESIGN MANUAL (10NA8), 6TH 
EDITION - SEPTEMBER 2011.

3. FIRE ALARM SYSTEM IS TO BE A DEFERRED
SUBMITTAL. FIRE ALARM SHOP DRAWINGS,
CALCULATIONS, AND PRODUCT DATA SHEETS TO BE
SUBMITTED FOR PERMIT SEPARATELY.

1. NEW FIRE ALARM SYSTEM, ZONE 1.

2. NEW ADDRESSABLE RELAY MODULES FOR
ELEVATOR RECALL - FIELD LOCATE.

3. NEW ADDRESSABLE RELAY MODULE, ADDRESSABLE
MONITOR MODULES, AND POWER SUPERVISORY
RELAY TO BE FIELD LOCATED WITHIN 3-FEET OF THE
ELEVATOR POWER SHUNT TRIP RELAY(S).

4. PROVIDE 135F RATE COMPENSATED HEAT
DETECTORS WITHIN 18-INCHES OF FIRE SPRINKLERS
IN ELEVATOR MACHINE ROOM.

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

 1/8" = 1'-0"
1

LEVEL 1 FIRE ALARM PLAN

F MANUAL PULL STATION

AIM ADDRESSABLE INTERFACE MODULE

WF WATER FLOW SWITCH

TS

FIRE ALARM

ADDRESSABLE RELAY MODULEARM

STROBE, WALL

SPEAKER-STROBE, CEILING

HEAT DETECTOR

STROBE UNIT, CEILING

FACP FIRE ALARM CONTROL PANEL

DUCT DETECTORDD

ALARM BELL, WEATHERPROOF

PSR POWER SUPERVISORY RELAY

RAN REMOTE ANNUNCIATOR PANEL

WEATHERPROOFWP

TAMPER SWITCH

SD SMOKE DETECTOR

NORTH
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FIRE ALARM SECOND FLOOR PLAN

FA-102

 1/8" = 1'-0"
1

LEVEL 2 FIRE ALARM PLAN

KEY NOTES:

SHEET NOTES:

KEY
PLAN

AREA 2
1964

AREA 1
1962

OPEN
COURTYARD

LOBBY

1. NEW FIRE ALARM SYSTEM, ZONE 2.

2. NEW ROOF MOUNTED AHU (>2,000 CFM)
WEATHERPROOF DUCT SMOKE DETECTOR ON
SUPPLY DUCT.

1. NEW FIRE ALARM SYSTEM TO BE IN ACCORDANCE
WITH NFPA 72 NATIONAL FIRE ALARM AND SIGNALING
CODE, 2013 EDITION.

2. ALL WORK TO BE IN ACCORDANCE WITH THE VA
FIRE PROTECTION DESIGN MANUAL (10NA8), 6TH 
EDITION - SEPTEMBER 2011.

3. FIRE ALARM SYSTEM IS TO BE A DEFERRED
SUBMITTAL. FIRE ALARM SHOP DRAWINGS,
CALCULATIONS, AND PRODUCT DATA SHEETS TO BE
SUBMITTED FOR PERMIT SEPARATELY.

F MANUAL PULL STATION

AIM ADDRESSABLE INTERFACE MODULE

WF WATER FLOW SWITCH

TS

FIRE ALARM

ADDRESSABLE RELAY MODULEARM
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SPEAKER-STROBE, CEILING

HEAT DETECTOR

STROBE UNIT, CEILING

FACP FIRE ALARM CONTROL PANEL

DUCT DETECTORDD

ALARM BELL, WEATHERPROOF

PSR POWER SUPERVISORY RELAY
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